
Fuel System – Continued  (AMENDED PAGE 3/11/09) 

 

7) A CNG fuel container is not current on its 
certification in accordance with FMVSS 304. SEE 
NOTE AND SAMPLE DISPLAYED BELOW.  

NOTE: Each CNG fuel container shall be permanently labeled and should 
be visually inspected after a motor vehicle accident or fire and at least 
every 36 months or 36,000 miles, which ever comes first, for damage and 
deterioration. (S7.4, FMVSS 304) 

NOTE: To locate a CNG certified inspector for a tank certification, please 
refer vehicle owner to:  http://peoplesearch.csa-america.org/ 

 

                                                     

                                    CNG tank certification label sample 
 
 
*NOTE:  LPG and LNG leaks may accumulate at ground level.  Use extreme 
caution when around these systems. At no time shall an inspector attempt 
to conduct maintenance or alterations to any alternative fuel system, 
unless that inspector is currently certified and trained as an alternative fuel 
conversion installer. Working around these systems is extremely 
dangerous and requires extensive training.  
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